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SUPPORT VALVE BOX ON
CONCRETE BLOCKS — DO NOT
SUPPORT VALVE BOX ON

FIPE OR VALVE

USE BASE FOR VALVES
4” AND LARGER

CONCRETE BLOCK
(TYPICAL)

VALVE BOX DETAIL /

SCALE: NONE

NOTES FOR DESIGNER: (DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1.

WHEN EDITING DETAIL TO SUIT PROJECT, ADD JOB SPECIFIC REQUIREMENTS AND
DELETE ONLY THOSE PORTIONS THAT DO NOT APPLY.

FROM APPLICIABLE REQUIREMENTS,

N

CONTACT THE LEM CIVIL POC.

REFER TO LANL CONSTRUCTION SPECIFICATIONS SECTIONS

02512, SITE WATER DISTRIBUTION,

AND 02551, SITE NATURAL

GAS DISTRIBUTION, FOR VALVE BOX SPECIFICATIONS.

8 7 6 | 5 v 2 1
LID MARKED "GAS” OR
"WATER”

FINISH 6" CONCRETE COLLAR,

GRADE CROWN TO SHED WATER

DRAWING DEVELOPED FOR ML-3

PROJECTS. FOR ML—1/ML-2,
ADDITIONAL REQUIREMENTS AND
QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK-—

AGE).

TO SEEK A VARIANCE
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